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Section M Base Sheet Drawings               
 Drawing Modification Summary       Effective: 03-01-2025 
                   
 Dynamic Message Sign (ITS)-Series 1100 

                   
 M-ITS-1101 DMS Walk-In Site Grounding Plan 

   Note 2 revised to add the word "overhead" before the word "structure" 
     
 M-ITS-1102 DMS Walk-In Typical Site Grounding Detail 
   Title of the drawing revised to say:" DMS Walk-In Typical Site Grounding Detail" 
   Added the word: "DMS" in the note pointing at the DMS sign 
   Added the word: "DMS" to the note pointing to DMS cabinet 

   
Added a note to say: "No N-G bound, there will be a bond only when there is no transformer 
required" 

     
 M-ITS-1103 DMS Front Access Cantilever Electrical Schematic 
   Added a note to identify the transformer 
   Corrected the arrow pointing at the disconnect switch 
     
 M-ITS-1105 DMS Front Access Site Grounding Plan 

   Removed the dash lines between the proposed DMS foundation to the proposed DMS cabinet 
pad. Each site will have its own grounding site 

     
 M-ITS-1106 DMS Front Access Site Wiring Detail 
   Reduced the scale of the fence detail to be more in line with the other details on the drawing 
     
 M-ITS-1107 DMS Cabinet Layout Detail 
 

  

Revised details for Cisco switch to represent new Cisco IE-3300-8T2S-E 

 Added a note to Designer: Install a locate wire between the DMS cabinet and the DMS sign gantry 
and install a locate post next to the DMS cabinet and connect the locate wire in the locate post.  

 
Added a locate wire between the DMS sign structure and the DMS cabinet 

   
Added a note to designer: Install a locate post near communication handhole closer to the DMS 
cabinet 

     
 M-ITS-1108 DMS Cabinet Wiring Diagram 

   Revised details for Cisco switch to represent new Cisco 9300 

   
   New Sheet        

  
        

   Retired Standard       
 


